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U.S. NUCLEAR REGULATORY COMMISSION

'} STANDARD REVIEW PLAN

® OFFICE OF NUCLEAR REACTOR REGULATION

25.4 STABILITY OF SUBSURFACE MATERIALS AND FOUNDATIONS
REVIEW RESPONSIBILITIES

Primary -
Geosciences Branch (ECGB)

B)Civil Engineering and

Secondary - None
|. AREAS OF REVIEW

Information must be presented by the applicant concerning the properties and stability of all soils
and rock which may affect the nuclear power plant facilities, under both static and dynamic
conditions including the vibratory ground motions associated with the safe shutdown earthquake.
Stability of these materials, as they influence the safety of seismic Category | facilities, must be
demonstrated. In addition an assessment of the properties and stability of these materials should
be consistent with SRP Sections 3.7 and 3.8. Much of the information discussed in this section
may be presented in other sections, in which case it may be cross-referenced rather than repeated
here.

The staff review covers the following specific areas:

1. Geologic features (Subsection 2.5.4.1) in the vicinity of the site:

a Areas of actual or potential surface or subsurface subsidence, solution activity,
uplift, or collapse.

b. Zones of alteration or irregular weathering profiles, and zones of structural
weakness.

C. Unrelieved stresses in bedrock and their potential for creep and rebound effects.
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10.

d. Rocks or soils that might be unstable because of their mineralogy, lack of
consolidation, water content, or potentially undesirable response to seismic or
other events.

e History of deposition and erosion, including glacial and other preloading
influence on soil deposits.

f. Estimates of consolidation and preconsolidation pressures and methods used to
estimate these values.

The static and dynamic engineering properties of soil and rock strata underlying the site
(Subsection 2.5.4.2) as supported by representative field and |aboratory data provided by
the applicant.

The relationship of the foundations for safety-related facilities and the engineering
properties of underlying materials asillustrated on plot plans and profiles
(Subsection 2.5.4.3) provided by the applicant.

The results of seismic refraction and reflection surveys, including in-hole and cross-hole
explorations, as presented in the safety analysis report (SAR) by discussions, plot plans,
boring logs, tables, and profiles to support the assumed dynamic soil or rock
characteristics (Subsection 2.5.4.4) and stratigraphy.

Safety-related excavation and backfill plans and engineered earthwork analysis and
criteria (Subsection 2.5.4.5) asillustrated on plot plans and profiles, discussed in the text,
and supported by explorations for borrow material, test fills and adequate representative
|aboratory test records.

Groundwater conditions and piezometric pressure in all critical strata

(Subsection 2.5.4.6) asthey affect the loading and stability of foundation materials. This
part of the staff review also includes an evaluation of the applicant's plans for dewatering
during construction as well as groundwater control throughout the life of the plant.

The responses of site soils or rocks to dynamic loading (Subsection 2.5.4.7), including
appropriate laboratory and field test records in sufficient number and detail adequate to
support conclusions derived from the analyses. Soil-structure interaction analyses are
reviewed-in-coordination-with-Structural-Engineering Branch-{SEB)? to assureensure’
soil properties data for the soil profile model are representative of the in situ soils.

The liquefaction potential (Subsection 2.5.4.8) and consequences of liquefaction of all
subsurface soils, including the settlement of foundations. These analyses are based on
soil properties obtained by state-of-the-art laboratory and field tests and involve
application of both deterministic and probabilistic procedures.

The earthquake design bases (Subsection 2.5.4.9) are evaluated in detail in Section 2.5.2
of the SAR. These are summarized and cross-referenced in this subsection. The safe
shutdown earthquake (SSE) and the operating basis earthquake (OBE) are evaluated in
this subsection in combination with other hazards (floods, etc.) to assess the adequacy of
the site materials under dynamic conditions.

The results of investigations and analyses conducted to determine foundation material
stability, deformation and settlement under static conditions (Subsection 2.5.4.10).
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11.

12.

13.

Criteria, references, and design methods (Subsection 2.5.4.11) used in static and seismic
analyses of foundation materials, including an explanation of computer programs used in
the analyses and soil loads on subsurface facilities.

Techniques and specifications to improve subsurface conditions (Subsection 2.5.4.12),
which are to be used at the site to provide suitable foundation conditions.

Additional information on foundations is covered in SRP Section 3.8.5 and should be
cross-referenced to this section.

For a desian certification review, the engineering properties of materials underlying the site and
the vibratory ground motion for the design bas s earthquake(s) are specified in the site parameter
envelope that must be met by the plant design.*

Review |nterfaces’

The ECGB performs the following reviews under the SRP sections indicated:®

1.

The ECGB reviews the site parameter envelope for standardlzed designs as part
of its review responsibility for SRP Section 2.3.6 (proposed).’

The Geoscenees Branch(GBYECGB-wiH determines’ the adequacy of the

geologic and seismic information cited in support of the applicant's conclusions
concerning the suitability of the plant site as part of its primary review
responsibility for SRP Section 2.5.1.

6B-atssECGB? reviews the seismological and geological investigations carried
out to establish the ground motion environment for seismic design of the plant,
the procedures and analyses used by the applicant in establishing the SSE and
OBE for the site, and the seismic design bases for foundations as part of its
primary review responsibility for SRP Section 2.5.2.

HEEBECGB™ reviews the geotechnical parameters and methods employed in the
analysis of soil and foundation response to the ground motion environment. The results
of the stability evaluations of subsurface materials and foundations-are-reviewedby
SEB™ to assdreensure that the soil loads and structural deflections, including any
reduction in support capability of subsurface materials, can safely be accommodated by
structural components as part of its primary review responsibilities for SRP Sections 3.7
and 3.8.

The HGEBECGB™ will coordinate other branch evaluations that interface with the Geotechnical
Engineering aspects of the site as follows:

1.

The Technical Specifications Branch (TSB)*
will coordinate the review of technical specifications to tasdareensure that
geotechnical engineering design features related to materials of construction and
geometric arrangement of subsurface materials, foundations, cut slopes, and
embankments, which if degraded or atered would have a significant effect on
safety, are included in conjunction with its primary review responsibility for
SRP Section 16.0.

The Quality Assurance and Maintenance

Branch (HQMB)* will coordinate the review of geotechnical engineering aspects
of the quality assurance program pertaining to safety-related structures, systems,
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and components in conjunction with its primary review responsibilities for
SRP Section 17.1.

For those areas of review identified-abeve-asbethgreviewed as part of the primary-review

responsibility of other branches, the acceptance criteriariecessary-for-theteview and-thet
methods of application are contained in the referenced SRP section-efthe-eorrespoendtngprimary
braneh.™

ACCEPTANCE CRITERIA

The applicable rules and basic acceptance criteria pertinent to the areas of this section of the
Standard Review Plan are:

1.

10 CFR-Part-50;'° 50.55a - Codes and Standards. This rule requires that structures,

systems, and components shall be designed, fabricated, erected, constructed, tested and
inspected in accordance with the requirement of applicable codes and standards
commensurate with the importance of the safety function to be performed.(Ref—4)"’

10 CFR Part 50, Appendix A:

(@  General Design Criterion 1 (GDC 1)* - "Quality Standards and Records." This
criterion requires that structures, systems and components important to safety
shall be designed, fabricated, erected, and tested to quality standards
commensurate with the importance of the safety functions to be performed. It
also requires that appropriate records of the design, fabrication, erection, and
testing of structures, systems, and components important to safety shall be
maintained by or under the control of the nuclear power unit licensee throughout
the life of the unit.{Ref-2)"

(b)  General Design Criterion 2 (GDC 2)® - "Design Bases for Protection Against
Natural Phenomena." This criterion requires that safety-related portions of the
system shall be designed to withstand the effects of earthquakes, tornadoes,
hurricanes, floods, tsunam and seiches without loss of capability to perform their

safety functions.{(Ref—3)*

(c)  General Design Criterion 44 (GDC 44)* - "Cooling Water." This criterion
requires that a system shall be provided with the safety function of transferring
the combined heat load from structures, systems, and components important to
safety to an ultimate heat sink under normal operating and accidental conditions.

10 CFR Part 50, Appendix B, "Quality Assurance Criteriafor Nuclear Power Plants and
Fuel Reprocessing Plants.” This appendix establishes quality assurance requirements for
the design, construction, and operation of those structures, systems, and components of
nuclear power plants that prevent or mitigate the consegquences of postulated accidents
that could cause undue risk to the health and safety of the public.{Ref-5)*

10 CFR Part 100, "Reactor Site Criteria" This part describes criteriawhich guide the
evaluati on of the suitability of proposed sites for nuclear power and testing reactors.

(Ref-6)

10 CFR Part 100, Appendix A, "Seismic and Geologic Siting Criteria for Nuclear Power
Plants.” These criteria describe the nature of the investigations required to obtain the
geologic and seismic data necessary to determine site suitability and identify geologic
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and seismic factors reqew red to be taken into account in the siting and design of nuclear

power plants{Ref-7)°

The following Regulatory Guides provide information, recommendations, and guidance and in
genera describe a basis acceptable to the staff that may be used to implement the requi rements
of 10 CFR-Part-50; 50.55a;-10-CFR-Part-50AppendixA; General Design Criteria 1, 2, and 44;%’
10 CFR Part 50, Appendix B; 10 CFR Part 100; and 10 CFR Part 100, Appendix A.

1. Regulatory Guide 1.27, "Ultimate Heat Sink for Nuclear Power Plants,” describes a basis
acceptable to the staff that may be used to implement General Design Criteria 2 and 44
with regard to the ultimate heat sink, including necessary retaining structures and the
canals and conduits connect| ng the ultimate heat sink with the cooling water system
intake structures.{(Ref-8)*

2. Regulatory Guide 1.28, "Quality Assurance Program Requirements (Design and
Construction),” describes a method acceptable to the staff for complying with the
Commission's regulations with regard to 10 CFR Part 50, Appendix B, overall quality
assurance program requirements during design and construction of nuclear power plants.

3. Regulatory Guide 1.132, "Site Investigations for Foundations of Nuclear Power Plants,”
describes programs of site investigations related to geotechnical engineering aspects that
would normally meet the needs for evaluating the safety of the site from the standpoint of
the performance of foundation and earthworks under anticipated loading conditions
including earthquake in complying with 10 CFR Part 100 and 10 CFR Part 100,
Appendix A. It provides general guidance and recommendations for developing
site-specific investigation programs as well as specific guidance for conducting
subsurface investigations, the spacing and depth of borings and sampling.(Ref—20)*

4. Regulatory Guide 1.138, "L aboratory Investigations of Soils for Engineering Analysis
and Design of Nuclear Power Plants," describes laboratory investigations and testing
practices acceptable for determining soil and rock properties and characteristics needed
for engineering analysis and design for foundations and earthwork for nuclear power
plants in complying with 10 CFR Part 100 and 10 CFR Part 100, Appendix A ~Ref-—14)*

A thorough evaluation of the geotechnical engineering aspects of the nuclear plant site as
described in the following subsections must be presented along with the basic data supporting all
conclusions. Sufficient information must be provided to allow the staff and its advisors to
conduct independent analyses. The site investigations must be adequate in scope and in
technique to provide the necessary data.

Specific criteria necessary to meet the relevant requirements of the Commission regulations
identified above are as follows:

Subsection 2.5.4.1. In meeting the requirements of References 1, 6, and 7 and the regulatory
positions of References 10 and 11, the section defining geologic features is acceptable if the
discussions, maps, and profiles of the site stratigraphy, lithology, structural geology, geologic
history, and engineering geology are complete and are supported by site investigations
sufficiently detailed to obtain an unambiguous representation of the geology. The information
must be presented in this subsection or cross-referenced to the appropriate subsection in
Section 2.5.1 of the SAR.

Subsection 2.5.4.2. In meeting the requirements of References 1, 2, 3, 6, and 7 and the
regulatory positions of References 10 and 11, the description of properties of underlying
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materials is considered acceptable if state-of-the-art methods are used to determine the static and
dynamic engineering properties of all foundation soils and rocks in the site area. These methods
are described, for example, in geotechnical journals published by the American Society of Civil
Engineers (Ref. 13), applicable standards published by the American Society for Testing and
Materials (Ref. 14), publications of the Institution of Civil Engineers (Ref. 15), and various
research reports prepared by universities (Ref. 16). The properties of foundation material must
be supported by field (Refs. 19 and 20) and laboratory (Ref. 21) test records.

Normally, a complete field investigation and sampling program must be performed to define the
occurrence and properties of underlying materials at agiven site (Ref. 17). Summary tables
must be provided which catalog the important test results; test results should be plotted when
appropriate. Also, adetailed discussion of laboratory sample preparation must be given when
applicable. For critical laboratory tests, full details must be given, e.g., how saturation of the
sample was determined and maintained during testing, how the pore pressures changed.

The applicant should provide a detailed and quantitative discussion of the criteria used to
determine that the samples were properly taken and tested in sufficient number to define all the
critical soil parameters for the site. For sites that are underlain by saturated soils and sensitive
clays, it should be shown that all zones which could become unstable due to liquefaction or
strain-softening phenomena have been adequately sampled and tested. The relative density of
the soils at the site should be determined. The applicant must also show that-he-has-adeguatety
defired the consolidation behavior of the soils as well as their static and dynamic strength have
been adequately defined.** The discussion should explain how the developed datais used in the
safety analyses, how the test data is enveloped for design, why the design envelopeis
conservative and present a table indicating the value of the parameters used in the analyses.

Subsection 2.5.4.3. In meeting the requirements of References 2, 3, 6, and 7 and the regulatory
positions of References 8, 10, and 11, the discussion of the relationship of foundations and
underlying materialsis acceptable if it includes:

1. A plot plan or plans showing the locations of all site explorations, such as borings,
trenches, seismic lines, piezometers, geologic profiles, and excavations with the locations
of the safety-related facilities superimposed thereon.

2. Profiles illustrating the detailed relationship of the foundations of all seismic Category |
and other safety-related facilities to the subsurface materials.

3. Logs of core borings and test pits.

4, L oas and maps of exploratory trenches in the application for an early site permit or
combined license (COL).-pretninary-safety-anatysssrepert(PSAR)and A
supplemental report providing geolodic maps and photographs of the excavations for the
facilities of the nuclear power plant should be provided when availabletr-thefiral-safety
anatysisteport{FSAR).

Subsection 2.5.4.4. In meeting the requirements of References 1, 2, 6, and 7 and the regulatory
positions of References 10 and 11, the presentation of the dynamic characteristics of soil or rock
is acceptable if geophysical investigations have been performed at the site and the results
obtained therefrom are presented in detail. Completeness of the presentation is judged by
whether or not the exploratory techniques used by the applicant yield unambiguous and useful
information, whether they represent state-of-the-art exploration methods (Refs. 10, 13, 14,

and 17), and whether the applicant's interpretations are supported by adequate field recordsin
the SAR. See aso Subsection 2.5.2.3.

DRAFT Rev. 3 - April 1996 2.5.4-6



Subsection 2.5.4.5. In meeting the requirements of References 1 through 7 and the regulatory

positions of References 8 through 11, the presentation of the data concerning excavation,
backfill, and earthwork analyses is acceptable if:

1.

The sources and quantities of backfill and borrow are identified and are shown to have
been adequately investigated by borings, pits, and laboratory property and strength
testing (dynamic and static) and these data are included, interpreted, and summarized.

The extent (horizontally and vertically) of all Category | excavations, fills, and slopes are
clearly shown on plot plans and profiles.

Compaction specifications and embankment and foundation designs are justified by field
and laboratory tests and analyses to assdreensure stability and reliable performance.

Quality control methods are discussed and the quality assurance program described and
referenced.

Control of groundwater during excavation to preclude degradation of foundation
materialsis described and referenced.

Subsection 2.5.4.6. In meeting the requirements of References 2, 3, 4, 6, and 7 and the

regulatory positions of References 8, 10, and 11, the analysis of groundwater conditionsis
acceptable if the following are included in this subsection or cross-referenced to the appropriate
subsections in SRP Section 2.4 of the SAR:

1.

Discussion of critical cases of groundwater conditions relative to the foundation stability
of the safety-related facilities of the nuclear power plant.

Plans for dewatering during construction.

Analysis and interpretation of seepage and potentia piping conditions during
construction.

Records of field and laboratory permeability tests.

History of groundwater fluctuations as determined by periodic monitoring of 16 local
wells and piezometers. Flood conditions should also be considered.

Subsection 2.5.4.7. In meeting the requirements of References 2, 3, 4, 6, and 7 and the

regulatory positions of References 10 and 11, descriptions of the response of soil and rock to
dynamic loading are acceptable if:

1.

An investigation has been conducted and discussed to determine the effects of prior
earthquakes on the soils and rocks in the vicinity of the site. Evidence of liquefaction
and sand cone formation should be included.

Field seismic surveys (surface refraction and reflection and in-hole and cross-hole
seismic explorations) have been accomplished and the data presented and interpreted to
develop P and S wave velocity profiles.

Dynamic tests have been performed in the laboratory on samples of the foundation soil

and rock and the resultsincluded. The section should be cross-referenced with
Subsection 2.5.2.5.
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4, The soil-structure interaction analysis should be described in SRP Sections 3.7.1
and 3.7.2 and cross-referenced to this subsection. In the soil-structure interaction
analysis, the following parameters are reviewed:

a The static and dynamic properties of the soil supporting the structure are properly
determined and compatible with the characteristics of the analytical model used to
evaluate soil-structure interaction effects.

b. The soil profile has been properly modeled when a two-dimensional
finite-element analysisis used, or if a half-space analysis method is used, when
foundation moduli and damping are consistent with soil properties and soil
profiles at the site.

C. The static and dynamic loads, and the stresses and strains induced in the soil
surrounding and underlying the structure are adequately and readlistically
evaluated.

d. The consequences of the induced soil stresses and strains, as they influence the

soil surrounding and underlying the structure, have been conservatively assessed.

Subsection 2.5.4.8. In meeting the requirements of References 2, 3, 4, 6, and 7 and the
regulatory positions of References 8, 10, and 11, if the foundation materials at the site adjacent
to and under Category | structures and facilities are saturated soils and the water table is above
bedrock, then an analysis of the liquefaction potential at the siteisrequired. The need for a
detailed analysisis determined by a study on a case by case basis of the site stratigraphy, critical
soil parameters, and the location of safety-related foundations. Undisturbed samples obtained at
the site and appropriate laboratory tests are required to show if the soils are likely to liquefy.
Liquefaction potential assessments using both deterministic and probabilistic approaches are
desirable.

When the need for an indepth analysisis indicated, it may be based on cyclic triaxial test data
obtained from undisturbed soil samples taken from the critical zonesin the site area. The shear
stresses induced in the soil by the postul ated earthquake should be determined in a manner that is
consistent with SRP Section 2.5.2. The criterion that should be used to determine when the soil
samples tested "liquefied” should be taken as the onset of liquefaction (defined as the cycle when
the pore pressure first equals the confining pressure). Test data showing the rate of pore
pressure increase with number of pad cycles should be presented. If the behavior of the pore
pressure is such that peak to peak axial strains greater than afew percent occur before
liquefaction, then the applicant must include the effects of these strainsin his assessment of the
potential hazards that complete or partial liquefaction could have on the stability and settlement
of any Category | structures.

Nonseismic liquefaction (such as that induced by erosion, floods, wind loads on structures and
wave action) should be analyzed using state-of-the-art soil mechanics principles.

Subsection 2.5.4.9. In meeting the requirements of References 3, 6, and 7, the earthquake design
basis analysisis acceptable if a brief summary of the derivation of the safe-shttdown-and

SSE and OBE)* is presented and references are included to
Subsections 2.5.2.6 and 2.5.2.7.

Subsection 2.5.4.10. In meeting the requirements of References 1, 2, 3, 4, 6, and 7 and the
regulatory positions of References 8, 10, and 11, the discussions of static analyses are acceptable
if the stability of all safety-related facilities has been analyzed from a static stability standpoint
including bearing capacity, rebound, settlement, and differential settlements under deadloads of
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fillsand plant facilities, and lateral loading conditions. Field and laboratory test procedures and
results must be included to document soil and rock properties used in the analyses. The
applicant must show that the methods of analysis used are appropriate for the local soil
conditions and the function of the facility.

Subsection 2.5.4.11. In meeting the requirements of References 1, 2, 3, 4, 6, and 7 and the
regulatory positions of Reference 8, the discussion of criteria and design methods is acceptable if
the criteria used for the design, the design methods employed, and the factors of safety obtained
in the design analyses are described and alist of references presented. An explanation and
verification of the computer analyses used and source references should be included.

Subsection 2.5.4.12. In meeting the requirements of References 1 through 7 and the regulatory
positions of References 8 and 9, the discussion of techniques to improve subsurface conditionsis
acceptable if plans, summaries of specifications, and methods of quality control are described for
all techniques to be used to improve foundation conditions (such as grouting, vibroflotation,
dental work, rock bolting, or anchors).

Technical Rational€®

The technical rationale for application of the above acceptance criteria to the stability of
subsurface materials and foundations is discussed in the following paragraphs.®

1. Compliance with 10 CFR 50.55a requires that structures, systems, and components be
designed, fabricated, erected, constructed, tested, and inspected as specified by applicable
codes and standards commensurate with the importance of the safety functions to be
performed.

Standards devel oped by the American Society for Testing and Materials (ASTM) are
used to perform soil analyses and tests for determining the static and dynamic properties
of the soils and rock that will underlie the plant's structures, systems, and components.
To satisfy the geotechnical enaineering requirements of 10 CFR Part 100, the applicant's
SAR must contain a description of subsurface soil and rock characteristics for the
proposed site and include static and dynamic analyses of plant foundations. This
information will permit the staff to assess the acceptability of the site and to determine
the potentia influence of these characteristics on the design of structures, systems, and
components designated as important to safety.

M eeting these requirements provides assurance that plant structures, systems, and
components important to safety will be designed to withstand appropriately severe static
and dynamic loads on the foundations.*

2. Compliance with GDC 1 requires that structures, systems, and components be tested in
accordance with quality standards commensurate with the importance of their safety
functions, that test standards be applicable and sufficient, and that appropriate records
maintained.

SRP Section 2.5.4 describes staff positions related to static and dynamic test and
evaluation programs for soil and rock foundations of structures important to safety. This
SRP section describes acceptable programs and laboratory test practices for such
subsurface investigations. Regulatory Guides 1.132 and 1.138 describe acceptable static
and dynamic test (and/or evaluation) qualification criteria, including requirements for
documentation, for soil and rock foundations at nuclear power plants.
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M eeting the requirements of GDC 1 provides assurance that the foundation
characteristics of the proposed nuclear power plant will be accurately determined and
that the deﬂ gn of its foundations and earthworks will meet the required quality
standards.®

& Compliance with GDC 2 requires that the structures, systems, and components important
to safety be designed to withstand the effects of natural phenomena such as earthquakes,
tornadoes, hurricanes, floods, tsunamis, and seiches without loss of capability to perform
their intended safety functions.

SRP Section 2.5.4 describes staff positions related to site investigations (as well as soil
and rock testing and analyses) for determining soil and rock properties and characteristics
needed in the analysis and design of foundations and earthworks for the proposed nuclear
power plant. Analyses are performed to evaluate the responses of soil and rock
foundations and embankments to seismic and dynamic loading for interaction between
soils and structures as well as to determine the liquefaction potential. Stability and
deformation characteristics of foundation materials under static loadings are also
determined.

Meeting the reguirements of GDC 2 provides assurance that structural foundations and
embankments will respond as designed under static and seismic loads, thereby protecting
structures and embankments important to safety against loss of integrity.*

4, Compliance with GDC 44 requires that a system be provided to transfer heat under
normal operating and accident conditions from structures, systems, and components
important to safety to an ultimate heat sink.

GDC 44 appliesto this SRP section because the ultimate heat sink for the cooling water
system consists of complex water sources, including necessary retaining structures

(e.a., apond or river with adam) and the associated canals and conduits connecting
sources of water to the nuclear power plant. The earthworks, consisting of the dams and
canals, must be constructed in such away as to ensure that the integrity of the cooling
water system will be maintained and that its safety function will be accomplished.

Meeting the requirements of GDC 44 provides assurance that engineered safety features
will not fall to operate as designed, thereby protecting the plant against loss of core
cooling.®

5. Compliance with Appendix B to 10 CFR Part 50 requires that an applicant establish and
maintain a quality assurance program.

SRP Section 2.5.4 describes staff positions specifically related to the desian, testing, and
documentation of procedures for the qualification of subsurface materials and earthworks
important to safety. Subsection 2.5.4.5 describes quidance acceptable to the staff for
providing data on excavation, backfill, and earthwork analyses. Subsection 2.5.4.12
requires that the applicant discuss techniques to improve subsurface conditions and
describe the methods of quality control for all technigques to be used toward that end.

Meeting the requirements of Appendix B to 10 CFR Part 50 provides assurance (a) that
the static and seismic qualification of subsurface materials and earthworks important to
safety will be performed in accordance with established criteria and standards; (b) that

the resulting desians, tests, and records will comply with establlshed standards; and (c)
that subsurface materials and earthworks will perform as required.*
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6. Compliance with 10 CFR Part 100 requires that the Commission evaluate the suitability
of proposed sites for nuclear power and test reactors. Paragraph 100.10(c) requires that
physical characteristics (including seismology, meteoroloay, geology, and hydrology) be
taken into account when determining each site's acceptability.

To satisfy the geotechnical engineering reguirements of 10 CFR Part 100, the applicant's
SAR must contain a description of the proposed site's subsurface materials and
foundation characteristics. Thisinformation will permit the reviewer to assess the
acceptability of the site and to determine the potential influences of these characteristics
on the design of plant structures, systems, and components.

Meeting this requirement provides assurance (a) that the nuclear power plant will be
desiagned to withstand anticipated geologic, geotechnical, and seismic phenomena and (b)
that, during normal operations or seismic events, the plant will pose no undue risk to the
publicasa result of instability, deformation, or failure of structural foundations and
earthworks.*

7. Compliance with Appendix A to 10 CFR Part 100 requires that the geologic and seismic
conditions at the proposed site be considered during the siting and design of a nuclear
power plant. Appendix A describes the investigations required to the obtain geologic and
seismic data necessary to determine site suitability and to provide reasonable assurance
that a nuclear power plant can be constructed and operated at a proposed site without
undue risk to the health and safety of the public.

Providing geoloaic and seismic siting data outlined in Appendix A responds to
requirements specified in GDC 2, which states that nuclear power plant structures,
systems, and components important to safety must be designed to withstand the effects of
natural phenomena (including seismic events) without losing the capability to perform
their intended safety functions. Item 1V (4) of Appendix A requires a determination of
static and dynamic enaineering properties of materials that underlie the site, thereby
affecting (a) behavior during earthquakes and (b) transmission of earthquake-induced
motions to the foundations of the plant. Guidance on geologic investigations that provide
data on subsurface characteristics and materials properties is provided in Regulatory
Guide 1.132. Guidance on laboratory testing of soil and rock propertiesis provided in
Regulatory Guide 1.138.

M eeting these requirements provides assurance that plant structures, systems, and
components will withstand the effects of seismic events, thereby minimizing the
probabili EX that a failure would initiate an accident or exacerbate the consequences of an
accident.

1. REVIEW PROCEDURES

The review process is conducted in a similar manner and concurrent with that described in
SRP Section 2.5.1. The services of consultants are used on selected sites to aid the staff in
evaluating the geotechnical engineering aspects of particular sites.

After-aceeptanceof-the- SARtheThe™ results of site investigations (such as borings, geologic
maps, logs of trenches and pits, permeability test records, results of seismic investigations,
laboratory test results, profiles, and plot plans) are studied and cross-checked in considerable
detail to determine whether or not the assumptions used in the evaluation are conservative. The
dea ign criteria arerevi ewed to ascertal n that they are within the present stateof the-art —Staff

SGHI—EG—FHG—GBBH%HI—%—H%FG&HG—QH&SHGHS{Q—EB—% For those faC|I|t|esthat have compl ex.
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subsurface conditions, where marginal safety has been achieved, or where the applicant proposes
to construct a seismic Category | earth or rockfill dam an mdependent anal yss of the deer gn is
performed by the staff or its adV| sors

The data needed to satisfy the requirements of this section are not usually complete in the early
stages. Detailed design mvestlgatl ons are usually gtill'in progrees and fmal concl usions have
often not been made S i
’ Most of the open items of Sectlon 2 5 remai nlng a the ti me that the 3afety
evauation report (SER) input is required are in the geotechnical engineering area because actual
site conditions may not be fully revealed until excavations are opened and construction has
begun. Thus, asite visit, in addition to that noted in Sectlon 2.5.1, "Basic Geologic and Seismic
Information,” is necessary-guring-the-pest-CP-peried™ to examine the foundation materials
exposed in excavations during construction. Information and final desians, including confirming
tests and revised analyses, are to be submrtted trthe FSARwhen al pertinent geotechnical
engineering information is available.*

BDleWe Vb

Generdly, the staff is quided by the crlterlaln References 1 through 11 and the-Standard-ormat
{Ref—12) by Regulatory Guide 1.70° in reviewing Section 2.5.4.

Following is a brief description of the review procedures conducted by the staff in evaluating the
geotechnical engineering aspects of nuclear power plant sites.

Subsection 2.5.4.1. Geologic features are evaluated by conducting an independent literature
search and comparing these results with the information included in the applicant's SAR.
References used in reviewing this subsection include published or unpublished reports, maps,
geophysical data, construction records, etc., by the USGS, other Federal agencies, State
agencies, and private companies (such as oil corporations and architect engineering firms). In
conjunction with the literature search, the staff and its advisors review the geological
investigations conducted by the applicant. Using the references listed at the end of this section
and other sources, the following questions are considered in detail:

1. Are the exploratory techniques used by the site investigator representative of the present
state-of-the-art? Do the samples represent the in situ soil conditions?

2. Do the applicant's investigations provide adequate coverage of the site areaand in
sufficient detail to define the specific subsurface conditions with a high degree of
confidence?

3. Have all areas or zones of actual or potential surface or subsurface subsidence, uplift or

collapse, deformation, alternation, solution cavities or structural weakness, unrelieved
stresses in bedrock, or rocks or soils that might be unstable because of their physical or
chemical properties been identified and adequately evaluated?

Subsection 2.5.4.2. Properties of underlying materials are evaluated to determine whether or not
the investigations performed (including laboratory and field testing) were sufficient to justify the
soil and rock properties used in the foundation analyses.

To determine whether sufficient investigations were performed, the staff carefully reviews the
criteria developed and used by the applicant in laying out the boring, sampling and testing
program and evaluates the effectiveness of the program in defining the specific foundation
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conditions at the site to assareensure that all critical conditions have been adequately sampled
and tested. If suitable criteria have not been developed and used by the applicant, the staff
develops appropriate criteria, using Regulatory Guide 1.132 and the data given in the SAR, and
determines if sufficient investigation and testing have been carried out. If criteria are given, the
staff reviews them to determine if they are appropriate and have been implemented.

If it is the staff's judgment that the applicant's investigations or testing are inappropriate or
insufficient, additional investigations will be required. The final conclusion is based on
professional judgment, considering the complexity of the site subsurface conditions. As part of
the review, the staff must ascertain, often with the help of consultants, that state-of-the-art
laboratory and field techniques and equipment are employed in determining the material
properties.

Subsection 2.5.4.3. Plot plans and profiles are reviewed by comparing the subsurface materials
with the proposed locations (horizontal and vertical) of foundations and walls of all seismic
Category | facilities. The profiles and plot plans are cross-checked in detail with the results of

all subsurface investigations conducted at the site to ascertain that sufficient exploration has been
carried out and to determine whether or not the interpretations made by the investigators are
valid and the foundation design assumptions contain adequate margins of safety.

Subsection 2.5.4.4. Staff evaluation consists of a detailed review of all geophysical explorations
conducted at the site, including seismic refraction, reflection, and in-hole surveys and magnetic
and gravity surveys. Consultant expertise regarding specific techniques may be drawn upon in
thisreview. Logs of core borings, trenches, and test pits are reviewed and compared with data
from the seismic surveys and other geophysical explorations. Results must be consistent or
addltlonal mvestl gatl ons are reqw red, or the appllcant must use the most conservative values.

ew-theThe™ staff compares conditions as
mapped i |n the open excavatlons with mterpretatl ons and assumptions derived during the
investigation program.

Subsection 2.5.4.5. Excavations, backfill, and earthwork are evaluated by the staff as follows:

1. The investigations for borrow material, including boring and test pit logs, and
compaction test data are reviewed and judged as to their adequacy.

2. Laboratory dynamic and static records of tests performed on samples compacted to the
design specifications are reviewed to ascertain that state-of-the-art criteria are met.

3. Analyses and interpretations are reviewed to asstreensure that static and dynamic
stability requirements are met.

4, Excavation and compaction specifications and quality control procedures are reviewed to
ascertain conformance to state-of-the-art conservative standards.

Subsection 2.5.4.6. Groundwater conditions as they affect foundation stability are evaluated by
studying the applicant's records of the historic fluctuations of groundwater at the site as obtained
by monitoring local wells and springs and by analysis of piezometer and permeability data from
tests conducted at the site. The applicant's dewatering plans during and following construction
are also reviewed. Adequacy of these plansis evaluated by comparing with the results of the
groundwater investigations and by professional judgment of groundwater and soil conditions at
the site.

Subsection 2.5.4.7. Response of soil and rock to dynamic loading and soil-structure interaction
is evaluated by a detailed study of the results of the investigations and analyses performed.
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Specifically, the effects of past earthquakes on site soils or rocks (arequirement in

SRP Section 2.5.2) are determined. The datafrom core borings, from geophysical
investigations, and from dynamic laboratory tests such as sonic and cyclic triaxial tests on
undisturbed samples are evaluated. The object of the staff review is to ascertain that reasonably
conservative dynamic soil and rock characteristic are used in the design and analyses and that all
the significant soil and rock strata have been considered in the analyses. In some cases,
independent analyses and interpretations are carried out as outlined in SRP Section 2.5.2, or as
required to verify the liquefaction analysis discussed in Subsection 2.5.4.8.

Subsection 2.5.4.8. Liquefaction potentia is reviewed by a study of the results of geotechnical
investigations including boring logs, laboratory classification test data and soil profiles to
determine if any of the site soils could be susceptible to liquefaction. The results of in-situ tests
such as the standard penetration tests and the density and strength data obtained from
undisturbed samples obtained in exploration borings are examined and, when appropriate,
related to the liquefaction potential of in situ soils.

If it is determined that there may be liquefaction-susceptible soils beneath the site, the applicant's
site exploration methods, laboratory test program, and analyses are reviewed for adequacy and
reasonableness. The analysis submitted by the applicant is reviewed in detail and compared to
an independent study performed by the staff employing both deterministic and probabilistic
methods as appropriate. As aminimum, the staff study consists of:

1. A review of appropriate standard penetration test results, other in-situ test data and
groundwater conditions to assess liquefaction potential.

2. A careful review of conventional laboratory and cyclic triaxial test data to tasdreensure
that appropriate samples were obtained and tested from critical, liquefiable zones.

3. Confirmation that an adequate number of samples were properly tested and that the test
results account for the natural variation in different
samples as well as define the cyclic resistance to liquefaction of the soils.

4. An assessment of the liquefaction potentia using a conservative envelope of the test data
submitted.

5. A calculation of the stress induced by the earthquake that has been arrived at by an
envelope of critical conditions calculated for the site based on variations in the properties
of the soil strata.

6. Assurance that conservative ranges of relative density of the soils are estimated. Fhe
appheantsestimatesEstimates of the "safety factor" obtained from histhe applicant's™
analysis is compared to the safety margins estimated by the staff. (The applicant's plans
to "eliminate” the liquefaction condition, usually by excavation and backfill,
vibroflotation, or chemical grouting is evaluated as discussed in Subsections 2.5.4.5
and 2.5.4.12.)

7. An assessment of post-earthquake stability and settlements due to partial liquefaction
using state-of-the-art techniques.

8. An assessment of nonseismic liquefaction based on state-of-the-art techniques.
Subsection 2.5.4.9. The indepth staff evaluation of the safe shutdown and operating basis

earthquakes is contained in SRP Section 2.5.2. The staff's evaluation of the amplification
characteristics of specific soils and rocks beneath the site as determined by procedures discussed
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in that section and in Subsections 2.5.4.2, 2.5.4.4, and 2.5.4.7 are summarized and
cross-referenced herein.

The review of Subsection 2.5.4.9 concentrates on determining its consistency or inconsistency
with other subsections. Cross-referencing with other sections is expected.

Subsection 2.5.4.10. Static analyses of the bearing capacity and settlement of the supporting
soils under the loads of fills, embankments, and foundations are evaluated by conventional,
state-of-the-art methods (Ref. 18). In general, the evaluation procedure includes:

1. Determining whether or not the soil and rock properties used in the analyses represent the
actual site conditions beneath the plant facilities. The site investigation, sampling, and
laboratory test programs must be adequate for this evaluation.

2. Determining whether or not the methods of analysis are appropriate for the earthworks,
foundations, and soil conditions at the site.

3. Coordinatingwith-SEB-to-determireDetermining™ whether or not the bearing capacity,
settlement, differential settlement, and tilt estimates indicate conservative and tolerable
behavior of the plant foundations when these values are compared to design criteria and
quality assurance specifications.

4. Evaluation of particularly complex cases on the basis of accepted principles and
techniques as supplemented by case histories and confirmatory measurement and analysis
programs (Ref. 18).

Subsection 2.5.4.11. Criteria and design methods, including construction control and monitoring
systems, are evaluated on the basis of conservative accepted practice for smilar facilities. Site
exploration, sampling, testing, and interpretation are judged with respect to completeness, care
and technique, meaningful documentation, performance records for similar projects, published
guidelines, and state-of-the-art practice. However, unconventional or research oriented tests and
interpretations are encouraged whenever such work aids or supplements conventional practices.
Design criteria and methods are compared to similar standards published or utilized by public
agencies such as the U.S. Navy Department, U.S. Army Corps of Engineers, and

U.S. Department of the Interior. Design safety features, the applicant's proposed confirmatory
tests and measurements, and monitoring of performance for safety-related foundations and
earthworks are reviewed and evaluated on a case-by-case basis.

Subsection 2.5.4.12. Technigues to improve subsurface conditions are evaluated by reviewing
the applicant's specifications and techniques for performance and quality control for such
activities as grouting, excavation and backfill, vi brofégtation, rock bolting, and anchoring.-

For standard desian certification reviews, site-related parameters should be identified in the site
parameter envelope. These parameters include engineering properties of materials underlying
the site, ground water levels, and vibratory ground motion and response spectra for the design
basis earthquake(s). The specified parameters should be representative of credible, bounding
characteristics. The reviewer verifies that those parameters related to the areas of review for this
section and specified in the site parameter envelope are consistent with the acceptance criteria
given in subsection |1 of this SRP section.

For applications referencing a certified design, the reviewer should verify that the site-specific

parameters are consistent with those specified in the site parameter envelope in the design
certification application.
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Requirements and procedures governing issuance of early site permits for approval of proposed
sites for nuclear power facilities are specified in 10 CFR Part 52. Information required for such
apermit includes a description of the stes seismic characteristics. For thistype of permit, the
application is reviewed as outlined above.™

In the ABWR and System 80+ desian certification FSERs the Staff accepted an exemption to a
10 CFR 100, Appendix A requirement that all safety-related SSCs be designed to remain
functional and within applicable stress and deformation limits when subjected to an OBE.
Acceptance of the exemption was predicated on the use of an alternative seismic analysis based
entirely on the SSE and implementation of additional procedural requirements relating to a
seismic event. In particular, once the OBE was eliminated from the design analysis of SSCsiit
was necessary to redefine the OBE as an inspection level earthquake with a maximum vibratory
ground acceleration equal to one-third of the SSE, or less.*®

For standard desian certification reviews under 10 CFR Part 52, the procedures above should be
followed, as modified by the procedures in SRP Section 14.3 (proposed), to verify that the
design set forth in the standard safety analysis report, including inspections, tests, analysis, and
acceptance criteria (ITAAQC), site interface requirements and combined license action items,
meet the acceptance criteria given in subsection I1. SRP Section 14.3 (proposed) contains
procedures for the review of certified design materlal (CDM) for the standard design, including
the site parameters, interface criteria, and ITAAC.”

V. EVALUATION FINDINGS

If the evaluation by the staff, on completion of the review of geotechnical engineering aspects of
the plant site, confirms that the applicant has met the requirements of References 1 through 7
and the regulatory positions of References 8 through 11, the conclusion in the SER will state that
the investigations performed at the site are adequate to justify the soil and rock characteristics
used in the design, and that the design analyses contain adequate margins of safety for
construction and operation of the subject nuclear power plant. Staff reservations about any
portion of the applicant's analyses will be stated in sufficient detail to make clear the precise
nature of the staff concern.

A typical staff SER finding follows:

The siteis located in the Piedmont at an average elevation of +120 meters (395 feet)*®
mean sealevel (mdl). Exploratory borings have been made and refraction and reflection
seismic surveys conducted to establish the stratigraphy of the site. Additionaly,
undisturbed samples of representative soils and core borings have been obtained to
evaluate the characteristics of the foundation materials; close-centered cross-hole seismic
tests have been conducted to determine the elastic properties of these materials.
Ground-water at the site varies from +114 to 116 meters (+375 to 380 feet)*® mdl.

The area has been exposed to subaerial weathering and erosion since middle Mesozoic
time, and a deep weathering profile has developed. The depth of weathering depends on
the location and degree of jointing, orientation of schistosity, and composition of the
parent rock.

The applicant has categorized the foundation materia into three zones according to the
degree of weathering:

@ Zone 1 contains residual soil derived from severely weathered slate. The soil isa
sandy, silty clay containing slate and quartz fragments. Decomposed to severely
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weathered dlate is also present. The dlate still retains the original rock structure,

although it is soft and partly friable. Quartz veins within the dlate are extremely

fractured. Seismic compression (P) and shear (S) wave velocities exceed

1200 m/sec (4000 ft/sec)® and 500 m/sec (1800 ft/sec),* respectively. Zone 1

Ean%eﬁ i )netghickn&es from less than 6 meters (20 feet)® to more than 15 meters
50 feet).

(b) Zone 2 consists of moderately weathered slate and varies from 5 to 18 meters
(15t0 60 feetg64 thick. P and S wave velocities generally exceed 2000 m/sec
(6500 ft/sec)® and 800 m/sec (2500 ft/sec),* respectively.

(c) Zone 3 contains slightly weathered to unweathered sate and is encountered at
depths of 18 to 27 meters (60 to 90 t)*’ below ground surface.

The-site areawill be leveled to about elevation +119 meters (+390 feet)® msl, and
containments will be founded on a 3 meter (10 foot)® thick, reinforced concrete mat on
dlightly weathered slate or fill concrete over dightly weathered slate. The reactor service
building between the reactors and the control building will be on mats at elevation

+117 meters (+385 feet)” msl on compacted structural fill resting on slightly to
moderately weathered rock. The turbine generators will be founded on compacted
structural fill over moderately weathered rock at elevation +116 meters (+380 feet)™ mdl.
The diesel generator building, reactor plant component air-cooled heat exchanger
enclosures, and the CACS air-cooled heat exchanger will be founded on either individual
concrete footings or continuous footings (grade beams) at +117 meters (+385 feet)” mdl,
on compacted structural fill over moderately weathered date. Allowable bearing
capacities from laboratory tests and field plate tests for Zone 1, Zone 2, and Zone 3
materials are 40, 100, and 240 metric tons per square meter (4, 10, and 25 tons per square
foot),” respectively. All piping will be entrenched and bedded in moderately to severely
weathered dlate.

Settlement and differential settlement of safety-related facilities has been estimated to be
less than 2.5 centimeters (1 inch).™

The applicant states that severely weathered or soft zones of rock will be excavated and
replaced with lean concrete. This procedure will also be followed wherever severe
weathering extends along joints, schistosity, etc. Below the base of the foundations, this
material will be excavated to a depth 1-¥2 times the width of the zone and backfilled with
concrete.

Category | structural backfill under structures will either be concrete or compacted
granular backfill. If granular backfill is used, it will be compacted to at least 85 percent
relative density or to 95 percent of the maximum density determined by the Modified
Proctor test. These backfill criteria are acceptable criteriafor soil pressures on
foundations and buried pipes and are suitable and conservative for both static and
dynamic conditions.

Suitable borrow material for dikes, dams and impervious linings are available for the
ultimate heat sink ponds. The applicant's tests on these materials and the construction
criteriato be followed ensure that leakage, piping and cracking hazards of these vital
earthworks are minimal. Filters, blanket drains, relief wells, piezometers and settlement
monuments will assareensure the reliable performance of the ultimate heat sink
water-retention facilities.
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The applicant has shown that the appropriate acceleration level on sound rock is0.12 g
for the safe shutdown earthquake (SSE). The operating bases earthquake (OBE) valueis
taken as 0.06g. The applicant has performed a site-dependent analysis to estimate the
site amplification effects and found that the weathered rock or structural backfill would
amplify the rock motion. An acceleration level of 0.17 g for the SSE will be used for
those structures founded on weathered rock or structural backfill over weathered rock.
The time history used for seismic design of Category | earth dams and for liquefaction
assessment envel opes the response spectra for the site and has a conservative duration.

The staff concludes that information, including analysis and substantiation, presented by
the applicant is sufficient to demonstrate that the properties and stability of all soils and
rock, whose performance could adversely affect directly or indirectly safety-related
structures of the nuclear plant or pose a hazard to the public, meet the requirements of the
pertinent Commission's regulations (cite appropriate References 1 through 7).

The applicant has met the requirements of the pertinent Commission's regulations (cite
appropriate References 1 through 7) with respect to defining geologic features,
demonstration of the static and dynamic engineering properties of soil and rock strata
underlying the site as supported by results of investigations including borings, shafts,
pits, trenches, and field and laboratory tests; properties of borrow materials, compaction
and excavation specifications; design criteria, methods, and analyses; groundwater
conditions and control; response of site soil and rock to static and dynamic loading
including evaluation of liquefaction potential; settlement analyses,; and, where required,
techniques and specifications to improve subsurface conditions, by meeting the
regulatory position in Regulatory Guide (cite appropriate References 8 through 11) or by
providing and meeting an alternative method to these regulatory positions that the staff
has reviewed and found to be acceptable.

Based on the results of the applicant's investigations, laboratory and field tests, analyses,
and criteriafor design and construction, we conclude that the site and the plant
foundations will be adequate to safely support the planned nuclear power plant and that
safety-related earthworks will perform their functions reliably.

For an application referencing a certified plant design, the reviewer's findings should include a
concluding statement similar to the following:

Geotechnical data for the proposed site are consistent with the parameters identified in
the site parameter envelope specified in the certified plant design documents.”

For design certification reviews, the findings will also summarize, to the extent that the review is
not discussed in other safety evaluation report sections, the staff’ s evaluation of inspections,
tests, analyses, and acceptance criteria (ITAAC), including desian acceptance criteria (DAC),

site mterface requirements, and combined license action items that are relevant to this SRP
section.”™

V. IMPLEMENTATION

ides, N ifi i tror-The following is
intended to provide qwdance to appl | cant and Ilcensees regardl ng the NRC staff's plans for
using this SRP section.”’
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This SRP section will be used by the staff when performing safety evaluations of license
applications submitted by applicants pursuant to 10 CFR 50 or 10 CFR 52.” Except in those
cases in which the applicant proposes an acceptable alternative method for complying with
specified portions of the Commission's regulations, the method described herein will be used by
the staff in its evaluation of conformance with Commission regulations.”

The provisions of this SRP section apply to reviews of applications docketed six months or more
after the date of issuance of this SRP section.®

VI. REFERENCES

1. 10 CFR 50.55a, "Codes and Standards."

2. 10 CFR Part 50, Appendix A, General Design Criterion 1, "Quality Standards and
Records."

3. 10 CFR Part 50, Appendix A, General Design Criterion 2, "Design Bases for Protection
Against Natural Phenomena.”

4, 10 CFR Part 50, Appendix A, General Design Criterion 44, "Cooling Water."

5. 10 CFR Part 50, Appendix B, "Quality Assurance Criteriafor Nuclear Power Plants and
Fuel Reprocessing Plants.”

6. 10 CFR Part 100, "Reactor Site Criteria."

7. 10 CFR Part 100, Appendix A, "Seismic and Geologic Siting Criteria for Nuclear Power
Plants.”

8. Regulatory Guide 1.27, "Ultimate Heat Sink for Nuclear Power Plants."

9. Regulatory Guide 1.28, "Quality Assurance Program Requirements (Design and
Construction)."

10. Regulatory Guide 1.132, "Site Investigations for Foundations of Nuclear Power Plants."

11. Regulatory Guide 1.138, "Laboratory Investigations of Soils for Engineering Analysis
and Design of Nuclear Power Plants.”

12.  Regulatory Guide 1.70, "Standard Format and Content of Safety Analysis Reports for
Nuclear Power Plants.”

13.  Journa of the Geotechnical Engineering Division, Proceedings of the American Society
of Civil Engineers.

14.  Book of ASTM Standards and Special Technical Publications, American Society for
Testing and Materials.

15.  Geotechnique, The Institution of Civil Engineers, London.

16. Earthquake Engineering Research Center, University of California, Berkeley.
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17.

18.

19.

20.

21.

22.

M. Juul Hvorslev, "Subsurface Exploration and Sampling of Soils for Civil Engineering
Purposes,” Waterways Experiment Station, U.S. Army Corps of Engineers, November
1949.

GEODEX INTERNATIONAL, Soil Mechanics Information Service, Sonoma,
Cdifornia.

Engineering Manual EM 1110-2-1907, "Soil Sampling," U.S. Army Corps of Engineers,
March 1972.

Engineering Manual EM 1110-2-1908, "Instrumentation of Earth and Rock Fill Dams,"
U.S. Army Corps of Engineers, August 1971.

Engineering Manual EM 1110-2-1906, "Laboratory Soil Testing," U.S. Army Corps of
Engineers, November 1970.

10 CFR Part 52, "Early Site Permits; Standard Design Certifications, and Combined
Licenses for Nuclear Power Plants."®
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SRP Draft Section 2.5.4
Attachment A - Proposed Changes in Order of Occurrence

Item numbers in the following table correspond to superscript numbers in the redline/strikeout

copy of the draft SRP section.

Item Source Description
1. Current PRB name and Changed PRB to Civil Engineering and
abbreviation Geosciences Branch (ECGB).
SRP-UDP format item Current PRB review responsibility.
Editorial Corrected "assure"/"insure" to "ensure”
(global change to this section).
4, SRP-UDP format item/ Referenced site parameter envelope
Integrated Impact No. 395 data requirements for design certification
reviews.

5. SRP-UDP format item Added "Review Interfaces" to AREAS
OF REVIEW and organized in numbered
paragraph form to describe how other
branches support the review of SRP
Section 2.5.4.

6. Editorial Added lead-in sentence for ECGB
review responsibilities and organized in
numbered paragraph form.

7. Integrated Impact No. 395 A review interface with SRP Section
2.3.6 was added.

8. Current PRB abbreviation Changed PRB to ECGB and modified
sentience for parallel construction.

9. Current PRB abbreviation Changed PRB to ECGB.

10. Current PRB abbreviation Changed PRB to ECGB.

11. Current PRB abbreviation/ | Changed PRB to ECGB, and added

SRP-UDP format item subparagraph 4.

12. Current PRB abbreviation Changed PRB to ECGB.

13. Current review branch Changed review branch to Technical

name and abbreviation Specifications Branch (TSB).

14. Current review branch Changed review branch to Quality

name and abbreviation Assurance and Maintenance Branch
(HQMB).
15. Editorial Simplified for clarity and readability.

2.54-21
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SRP Draft Section 2.5.4
Attachment A - Proposed Changes in Order of Occurrence

ltem Source Description

16. Editorial Changed citation format for Code of
Federal Regulations as per guidance
from the Office of the Federal Register.
(Global change for this section.)

17. SRP-UDP format item Deleted Ref. 1.

18. Editorial Introduced "GDC 1" as initialism for
General Design Criterion 1."

19. SRP-UDP format item Deleted Ref. 2.

20. Editorial Introduced "GDC 2" as initialism for
General Design Criterion 2."

21. SRP-UDP format item Deleted Ref. 3.

22. Editorial Introduced "GDC 44" as initialism for
General Design Criterion 44."

23. SRP-UDP format item Deleted Ref. 4.

24. SRP-UDP format item Deleted Ref. 5.

25. SRP-UDP format item Deleted Ref. 6.

26. SRP-UDP format item Deleted Ref. 7.

27. Editorial Used simplified format to reference
General Design Criteria for consistency
with other SRP sections. (Global
change for this section.)

28. SRP-UDP format item Deleted Ref. 8.

29. SRP-UDP format item Deleted Ref. 9.

30. SRP-UDP format item Deleted Ref. 10.

31. SRP-UDP format item Deleted Ref. 11.

32. Editorial Deleted reference to gender.

33. SRP-UDP format item Added early site permit and COL per 10
CFR Part 52.

34. Editorial SSE and OBE were defined eatrlier.

35. SRP-UDP format item Added "Technical Rationale" to

ACCEPTANCE CRITERIA and
organized in numbered paragraph form
to describe the bases for referencing the
criteria.
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SRP Draft Section 2.5.4
Attachment A - Proposed Changes in Order of Occurrence

ltem Source Description

36. SRP-UDP format item Added lead-in sentence for "Technical
Rationale."

37. SRP-UDP format item Added technical rationale for 10 CFR
Part 50.55a.

38. SRP-UDP format item Added technical rationale for GDC 1.

39. SRP-UDP format item Added technical rationale for GDC 2.

40. SRP-UDP format item Added technical rationale for GDC 44.

41. SRP-UDP format item Added technical rationale for 10 CFR
Part 50, Appendix B.

42. SRP-UDP format item Added technical rationale for 10 CFR
Part 100.

43. SRP-UDP format item Added technical rationale for 10 CFR
Part 100, Appendix A.

44, Editorial Deleted reference to acceptance review.

45, Editorial Deleted reference to first-round
guestions because it is unnecessary
detail.

46. Editorial Deleted reference to second-round
guestions because it is unnecessary
detail.

47. Editorial Deleted reference to second-round
guestions because it is unnecessary
detail.

48. Editorial Deleted reference to post-CP to make
process generic to also cover COL
application process per 10 CFR Part 52.

49. Editorial Deleted reference to FSAR to make
process generic to also cover COL
application process per 10 CFR Part 52.

50. Editorial Identified Reg. Guide 1.70 since it is well
known and deleted Ref. 12.

51. Editorial Deleted reference to the PSAR and
FSAR to make process generic to also
cover COL application process per 10
CFR Part 52.

52. Editorial Deleted reference to gender.

2.5.4-23 DRAFT Rev. 3 - April 1996



SRP Draft Section 2.5.4
Attachment A - Proposed Changes in Order of Occurrence

Item Source Description

53. Editorial Deleted reference to obsolete review
branch.

54, Editorial Deleted reference to the FSAR to make
process generic to also cover COL
application process per 10 CFR Part 52.

55. Integrated Impact No. 395 | Added discussion of seismic parameters
for design certifications, applications
referencing a certified design and early
site permit reviews.

56. Integrated Impact No. 1394 | Added a discussion of the exemption in
the evolutionary FSERs that allowed the
elimination of the OBE from design
considerations.

57. SRP-UDP Guidance, Added standard paragraph to address

Implementation of 10 CFR application of Review Procedures in
52 design certification reviews.

58. Conversion to Sl units Added metric units for 395 feet.

59. Conversion to Sl units Added metric units for 375 to 380 feet.

60. Conversion to Sl units Added metric units for 4000 ft/sec.

61. Conversion to Sl units Added metric units for 1800 ft/sec.

62. Conversion to Sl units Added metric units for 20 feet.

63. Conversion to Sl units Added metric units for 50 feet.

64. Conversion to Sl units Added metric units for 15 to 60 feet.

65. Conversion to Sl units Added metric units for 6500 ft/sec.

66. Conversion to Sl units Added metric units for 2500 ft/sec.

67. Conversion to Sl units Added metric units for 60 to 90 feet.

68. Conversion to Sl units Added metric units for 390 feet.

69. Conversion to Sl units Added metric units for 10 feet.

70. Conversion to Sl units Added metric units for 385 feet.

71. Conversion to Sl units Added metric units for 380 feet.

72. Conversion to Sl units Added metric units for 385 feet.

73. Conversion to Sl units Added metric units for 4, 10, and 25 tons
per square foot.
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SRP Draft Section 2.5.4
Attachment A - Proposed Changes in Order of Occurrence

Item Source Description

74. Conversion to Sl units Added metric units for 1 inch.

75. Integrated Impact No. 395 Added requirement for a statement
regarding the site parameter envelope to
EVALUATION FINDINGS.

76. SRP-UDP Format Item, To address design certification reviews a

Implement 10 CFR 52 new paragraph was added to the end of

Related Changes the Evaluation Findings. This paragraph
addresses design certification specific
items including ITAAC, DAC, site
interface requirements, and combined
license action items.

77. Editorial Provided standard leadin sentence for
consistency with other SRP section
Implementation subsections.

78. SRP-UDP Guidance, Added standard sentence to address

Implementation of 10 CFR | application of the SRP section to reviews
52 of applications filed under 10 CFR Part
52, as well as Part 50.

79. SRP-UDP format item Revised IMPLEMENTATION to standard
paragraphs.

80. SRP-UDP Guidance Added standard paragraph to indicate
applicability of this section to reviews of
future applications.

81. Integrated Impact No. 395 | Added reference to 10 CFR Part 52.
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SRP Draft Section 2.5.4
Attachment B - Cross Reference of Integrated Impacts

Integrated

Impact No.

Issue

SRP Subsections Affected

394

Monitoring plans and limiting values for
continued safety of water control
structures.

No changes were made to SRP 2.4.5.

395

Develop site parameter envelope

Subsection I, AREAS OF REVIEW,
last paragraph

Subsection I, REVIEW INTERFACES,
item 1

Subsection Ill, REVIEW PROCEDURES,
three new paragraphs

Subsection 1V, EVALUATION FINDINGS,
new sample finding

Subsection VI, REFERENCES, reference
22

1394

Incorporate the intent of SECY-90-016
(Item IV, A) and SECY-93-087

(Item I, M), and to reflect the Commission
approved staff position that the OBE be
eliminated from the design of systems,
structures, and components.

Subsection Ill, REVIEW PROCEDURES,
new paragraph
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